               Oil & Gas Development Company Limited
UCH GAS FIELD, DERA BUGTI, BALOCHISTAN


											 Dated: 15-04-2018
Subject: Installation, Testing and Commissioning of 2500KVA,6.6KV/400V Transformer

Schedule of Requirement
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Total rate (inclusive of all Taxes)
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	[bookmark: _GoBack]Installation, Testing and Commissioning Job of 2500KVA,6.6KV/400V Transformer Make: Pauwels Trafo Belgium

This includes following jobs.
1. Testing and commissioning of transformer
1. HT cable laying, 120mm2, 3C, 45 meter, installation of HT termination kits on HT bus and Transformer side.
· Winding resistance test
· Trafo. turn ratio test
· Insulation resistance(IR) test
· Breakdown voltage test of transformer
oil
· Dehydration of transfo. Oil.
· No Load test of trafo.
2. Bus Tie Duct Work
· Supply and installation of Bus Tie Duct, Length 10 meter, Rating: 4000 Amp, Type M.S Bolted with Removable Side Plates, 14 SWG.
·  Bus Bar 100mm x 12mm x 2mounted with insulators 125mm x 50mm 
· Powder coated duct complete in all respects.
3. L.T Incoming Panel
· Supply of L.T Incomer Panel as per following Specifications: 
· Panel Size: Height: 7.5 Ft x Width: 02 Ft x Depth: 2.5 Ft 
· Outgoing Bus Bars 100x12mmx2 
· Energy Analyzer 
· Indication Lamps 
· Current Transformer 3200/5 Amp
· Powder Paint 7032 14 SWG Complete in all respects
Note: Main Incoming Motorized Air Circuit Breaker (ACB), 3200 Ampere Make: TERASAKI for LT Incoming Panel will be provided by OGDCL.
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Name Plate Data of Transformer Rating:2500KVA, 6.6KV/400V 
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Snap of Transformer to be commissionedBus Tie Duct of Transformer in operation
2500KVA Transformer proposed to be connected

[image: C:\Users\hp\AppData\Local\Microsoft\Windows\Temporary Internet Files\Content.Word\IMG_20180414_103436.jpg]

Specifications of Installed Bus Bar and Bus Duct
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HT Panel Proposed to be used
[image: ]HT Spare Panel Proposed to be used for Spare 2500KVA Transformer
HT Panel in use for operational 2500KVA transformer














Air Circuit Breaker(ACB), 3 Pole 3200Amp to be Supplied by OGDCL 
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