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Sr. No. BIDDERS' QUERY REFERENCE COMPANY REPLY / CLARIFICATION 

1.  Refer to ITB Vol-2, page 1577 / 1625, layout drawing for compressor, the preliminary 

weight  is given 312000, please confirm if its unit ( kg /lb) further confirm if given 

weight is for all 3 compressors or one compressor. 

 The unit is lb and the given 312,000 lb is total weight for three 

compressors. 

2.  Refer to ITB Vol-1, page 122 / 653, item # 3.10, CP for tanks, there is no quantity given 

against CP, please provide the quantity, further clarify if CP required for both tanks. 

 The relevant line item # 3.10 of 165-2-BQM-001, shall be 

considered deleted. The quotation of Cathodic protection is 

required against line item # 12 and 13 of 165-2-BQE-005. 

3.  Please provide the control room building drawing and specification 165-2-SPE-022 for 

fire alarm system. 

 Fire alarm system is required as a complete package item and shall 

be provided as per item # 8.0 of 165-2-BQE-004, considering the 

civil dimensions of control room as depicted in 165-2-C-008. 

Please note that the mentioned Reference document (165-2-SPE-

022) against line item #8 of 165-2-BQE-004 is a typo error. 

4.  Refer to ITB Vol-1, page 149 / 653,  item # 5, Lighting Pole, please confirm unit for 

item 5.1,5.2,5.3. 

 Unit for item 5.1,5.2,5.3 shall be considered as “NOS” 

 


